CHICKASAW ELECTRIC COOPERATIVE
TEMPORARY SERVICE ENTRANCE

SPECS.
NEUTRAL
3-#6 T.H.W.
WHITE WIRE COPPER
— \\
AN I" WEATHER HEAD
\\ I" CONDUIT STRAPS

5 FT. OF | IN. CONDUIT

\ o/

oA 2"x8"x8"
BOARD
METER SOCKET
[ A
60 AMPs 4 CIRCUIT
= WATER PROOF BOX
APPROVED STAPLES FOR COPPER WIRE @
\ / 20 AMP BREAKER
il % 50 AMPs D. POLE BREAKER
w / 20 AMP DUPLEX
d / WATER PROOF RECEPTACLE
/' IMPORTANT ! T
-OPTIONAL- 50 AMP
ALL RECEPTACLES HAVE TO
BE GROUND FAULT PROTECTED / WATER PROOF RECEFTACLE
AND HAVE IN-USE WEATHER

TIGHT BUBBLE COVERS

\/ #6 S.D. BARE COPPER GROUND WIRE
5/8" x 8' GROUND ROD & APPROVED CLAMP
H FOR BURIAL
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